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SPECIMEN PASS-THRU
CABINET, AC-15

NURSE CALL AND CODE
BLUE CONNECTION TO
HILLROM HEADWALL.
ROUTE 1" CONDUIT EACH
TO NEAREST ACCESSIBLE
CEILING SPACE.

EXISTING TELEPHONE/DATA CLOSET.  ROUTE
AND TERMINATE ALL TELEPHONE/DATA
CABLES AT THIS LOCATION.  PROVIDE
PLYWOOD BACKBOARD ON NEW SECTION OF
WALL.  PROVIDE NEW DATA RACKS, PATCH
PANELS, ETC AS REQUIRED FOR A COMPLETE
SYSTEM.  EXTEND CABLE MANAGEMENT
SYSTEM TO NEW RACKS AS REQUIRED.

NURSE CALL
CONTROL PANEL

GENERAL NOTES:

1. NURSE CALL SYSTEM:  PROVIDE RAULAND RESPONDER NURSE CALL SYSTEM
INCLUDING NURSE CALL CONTROL PANEL, MASTER STATION AND ALL
DEVICES AND EQUIPMENT AS INDICATED ON PLANS.  SYSTEM SHALL BE
COMPATIBLE WITH EXISTING VA NURSE CALL SYSTEMS.  PROVIDE ALL
BACKBOX AND CONDUITS PER MANUFACTURERS RECOMMENDATIONS.
PROVIDE ALL LOW VOLTAGE WIRING AND MAKE CONNECTIONS PER
MANUFACTURERS RECOMMENDATIONS.

2. CONTRACTOR SHALL COORDINATE ALL DEVICE LOCATIONS WITH
ARCHITECTURAL ELEVATIONS.

3. PROVIDE A SYSTEM OF J-HOOKS SPACED EVERY 5' TO FACILITATE
INSTALLATION OF DATA/TELEPHONE.

4. PA SPEAKER SYSTEM:  APPROXIMATE LOCATION AND QUANTITY SHOWN FOR
PA SPEAKERS.  CONTRACTOR SHALL ACQUIRE LAYOUT FROM NICHOLS FIRE &
SECURITY.  PROVIDE ALL SPEAKERS, WIRE, AMPLIFIERS, ETC FOR A OMPLETE
SYSTEM.

5. CODE BLUE SHALL ANNUNICATE AT PBX.  COORDINATE EXACT LOCATION.

MOUNT @ 96" AFF.  COORDINATE
LOCATION WITH MOUNTING BRACKET.
TYPICAL FOR ALL EXAM ROOMS.

CONSULTANTS: ARCHITECT/ENGINEERS:
DRAWING TITLE:

APPROVED PROJECT DIRECTOR:

PROJECT TITLE:

LOCATION:

DATE: CHECKED: DRAWN:

DRAWING NUMBER:

BUILDING NUMBER:

PROJECT NUMBER:

DWG. OF

987654321

F

E

D

C

987654321

B

A

on
e 
an
d 
on
e 
ha
lf 
in
ch
es
 =
 o
ne
 fo
ot

F

E

D

C

B

A

th
re
e 
in
ch
es
 =
 o
ne
 fo
ot

on
e 
in
ch
es
 =
 o
ne
 fo
ot

th
re
e 
qu
ar
te
rs
 in
ch
 =
 o
ne
 fo
ot

on
e 
ha
lf 
in
ch
 =
 o
ne
 fo
ot

th
re
e 
ei
gh
t i
nc
h 
= 
on
e 
fo
ot

on
e 
qu
ar
te
r 
in
ch
 =
 o
ne
 fo
ot

on
e 
ei
gt
h 
in
ch
 =
 o
ne
 fo
ot

0
4

8
1 6

0
4

8
0

4
0

4
6"

0
2

6"
0

2
6 "

0
1

6"

FULLY SPRINKLEREDFULLY SPRINKLEREDFULLY SPRINKLEREDFULLY SPRINKLERED

Revisions: Date:

VAMC, Memphis, Tennessee

May 31, 2012

1ASCALE:

11 W. Huling Avenue
Memphis, Tennessee 38103

t  901.260.9600
f  301.531.8042
w  brg3s.com

1661 International Drive, Suite 100
Memphis, Tennessee 38120

t  901.820.0820
f  901.683.1001

w  allenhoshall.com

SEAL:

 1/8" = 1'-0"

FIRST FLOOR PLAN -
COMMUNICATIONS

EXPAND EMERGENCY
ROOM

EC101

61804

 1/8" = 1'-0"1
FIRST FLOOR PLAN - COMMUNICATIONS

1

1

REVISED GENERAL NOTES, SPEAKER & DATA LOCATIONS 11/22/20131



R
E

F
.

REF.

OFFICE

SOILED

F. TLT

UTILITY

LINEN
CLEAN

CORRIDOR

EXAM/TRMT

OFFICE

INFORMATION

SQUAD RM.

SECURITY

CHEST

6131

CORRIDOR

WAITING

RECEPTION

FILE ROOM

ROOM

CHASE

PIPE

ROOM

RADIOGRAPHIC

CHASE

PIPE

CORRIDOR

EXAM

OFFICE

H.A.C.

F.A.C

OFFICE

CHEMICAL STOFILM READ RAPIDO ROOM

TELEPHONE

L
V

L
V

L
V

LV

LV

IRIRIRIR

IR

IR

IRIRIR

IR

IRIR

IR

D
T

DT

D
T

D
T

DT

DT
IR

IR

LV

IR LV LV
DT

D
T

L
V

L
V L

V

L
V

IR

ROBERT HERD

S
T

A
T

E
O F T E

N
o. 2 2 6 4 6

R

NNE

S
S

E
E

E
G

IS

ET
RED ENG

I
E

N
E

R

0

A

B

C

D

E

F

G

19 20 21 22 23 24 25 26 27 28

VESTIBULE
61-C1A

WC ALCOVE
61-C1B

CORR.
61-C1

RECEPT.
6107

OFFICE
6108

OFFICE
6109

HOLDING
TRANSITION

6110 EX.
TELEPHONE

6159

SECURITY
6106

CONSULT
6102

WAITING
6101

RECEPT
6103

TRIAGE 1
6104

TRIAGE 2
6105

CORR
61-C17

WC ALCOVE
61-C17A

PHLEBOTOMY
6152

PANTRY
6153B

PHYS CALL
ROOM
6153

PHYS
TLT/SHWR

6153A

CORR
61-C2

OFFICE
6158

MAA
6113

HK
6114

EXIST
ELECTRICAL

6115

EX. TLT
6116A

BREAK ROOM
6116

PASSAGE
61-C4A

CORR
61-C4

CORR
61-C3

EQUIP.
STORAGE

6154

FAST TRACK
6151

FAST TRACK
EXAM 2
6151D

FAST TRACK
EXAM 3
6151E

FAST TRACK
EXAM 4
6151F

ST TOILET
6150

NURSE
STATION/MEDS

6151B

SOILED HOLD
6151A

121 SF

FAST TRACK
EXAM 1
6151C

PATIENT
TOILET

6149

RESIDENT
WORK
6148

PSYCH
OBSERVATION

6147A

PSYCH HOLD
1

6147E

PSYCH TLT
6147F PSYCH FLEX

ROOM 1
6147B

PSYCH FLEX
ROOM 2
6147C

CORR
61-C14

CLEAN
SUPPLY

6146

SOIL HOLD
6145

NOURISH
6144

CORR
6143

OBSERVATION
4

6142E

OBSERVATION
3

6142D OBSERVATION
NURSE
6143C

OBSERVATION
2

6143B

OBSERVATION
1

6143A

ER EXAM 17
6142

ER EXAM 16
6141

ER EXAM 15
6140

ER EXAM 14
6139

ER EXAM 13
6138

CORR
61-C12

CORR
C1-C15

ER EXAM 18
6155

ER EXAM 19
6156

CORR
C1-C16

PHYS WORK/
VIEWING

6157

MEDS
ALCOVE
C1-C16A

NURSE
STATION

6117

CORR
61-C10

CORR
61-C5 ALCOVE

61-C5A

ER EXAM 1
6118

ER EXAM 2
6119

ER EXAM 3
6120

ER EXAM 4
6121

ER EXAM 5
6122

CORR
61-C6

CORR
61-C7

SOILED HOLD
6123

NOURISH
6124

CLEAN
SUPPLY

6125

PAT TLT
6126

ER EXAM 6
6132

ER EXAM 8
6131

ER EXAM 10
6127

ER EXAM 11
6128

CORR
61-C8

ER EXAM 7
6133

ER EXAM 9
6130

ER EXAM 12
6129

RESUSCITATION
6134

ALCOVE
61-C9A

CORR
61-C9

ER
PROCEDURE

6135

DECONTAM
6137

AMBULANCE
ENTRANCE
VESTIBULE

61-C11

WC/STR
ALCOVE
61-C11A

PSYCH HOLD
2

6147D

CANOPY ABOVE

MASONRY SCREEN WALL

EXISTING
PIPE CHASE

EXISTING
PIPE CHASE

SECURITY
HOLDING

6110A

29.4

CYL STOR
6136

STAIR 1

STAIR 3

PSYCH SALLY
PORT
6147

STAIR 2

KP

CA/KP/INT

CA/KP/INT

CA/KP
/INT

PP

CA

CA

CA

CA

WALK OFF
MAT, OFI

PRECAST CONCRETE
PLANTER

CLEAN
SUPPLY

1

1

1 1

3F

SPECIMEN PASS-THRU
CABINET, AC-15

C C

C C

C C

C C

C C

CC

B

B

B B

B

B

B1 B1 B1 B1 B1 B1 B1

B1 B1

B1 B1

B1B1 B1 B1 B1 B1 B1

B B B

B B B

B B B

B

B B

B B

B B

B B

B

B

B B

B1

B1

B1

B1

B1

B1

K

K
K

K

J TYPE "J" FIXTURE, TYPICAL FOR ALL
EXAM ROOM HEADWALLS.  SEE POWER
PLAN FOR CIRCUIT INFORMATION.  SEE
DEDUCTIVE ALTERNATE INFORMATION
IN FIXTURE SCHEDULE.

K

SENSORSWITCH QUAD ON/OFF SWITCH,
PART # nPODM 4PDX.  MOUNTED IN HEADWALL.
TYPICAL FOR ALL EXAM/PROCEDURE ROOMS.

SENSORSWITCH QUAD ON/OFF SWITCH,
PART # nPODM 4PDX.  SWITCH TO CONTROL
EACH CEILING MOUNTED FIXTURE AND
UP/DOWN LIGHT OF HEADWALL FIXTURE
SEPARATELY.  TYPICAL FOR ALL EXAM/
PROCEDURE ROOMS.

GENERAL NOTES:

1. ALL FIXTURES ARE TYPE "A", UOI.
2. CONTRACTOR SHALL ACQUIRE SENSORSWITCH WIRING

DIAGRAM FROM VENDOR OR REPRESENTATIVE.  PROVIDE ALL
NECESSARY POWERPACKS/CONTROLS FOR A COMPLETE
SYSTEM.

3. LIGHTING CONTROL PANEL LOCATED IN ELECTRICAL ROOM
SHALL BE WATTSTOPPER, PART # LP8S-8-115 OR APPROVED
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"E1" CONNECTION TO PATIENT HEADWALL UNIT
TO BE INCLUDED IN DEDUCTIVE ALTERNATE #5.
PROVIDE DUPLEX RECEPTACLE MOUNTED AT 69"
ON CENTER UPON ACCEPTACLE OF DEDUCTIVE
ALTERNATE.  CONNECT RECEPTACLE TO CIRCUIT
SHOWN.  TYPICAL FOR ALL HEADWALL LOCATIONS.

"N1" CONNECTION TO  HILLROM HEALLWALL
LIGHT FIXTURE TO BE INCLUDED IN DEDUCTIVE
ALTERNATE#5.

"E1"

PANEL "1BCH"

EX. PANEL
"IBR2"

EX. PANEL
"ERB"

GENERAL NOTES (SHEETS EP101 - EP103):

1. COORDINATE ALL WORK WITH ARCHITECTURAL PHASING PLAN.
2. COORDINATE ALL DEVICE LOCATIONS AND MOUNTING HEIGHTS

WITH ARCHITECT ELEVATIONS.  COORDINATE LOCATION OF
DEVICES LOCATED UNDER COUNTER WITH CABLE TRAYS.

3. PROVIDE 120V POWER CONNECTION TO ALL SINGLE DUCT AIR
TERMINAL UNITS.  SEE MECHANICAL FOR LOCATION OF UNITS.
CIRCUIT TO EMERGENCY PANEL "ER2" WITH (6) UNITS PER
CIRCUIT.

4. PROVIDE (22) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "ER2".
5. PROVIDE (15) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "ERR".
6. PROVIDE (7) NEW 20A/1P CIRCUIT BREAKER IN PANEL "ERB".
7. PROVIDE (3) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "1BCH".
8. PROVIDE (3) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "1BL".
9. PROVIDE (3) NEW 20A/1P CIRCUIT BREAKERS IN PANEL "1BR-3".
10. PROVIDE 120V EMERGENCY POWER CONNECTION TO ALL SMOKE

DAMPERS.  COORDINATE WITH FIRE ALARM PLANS.  CIRCUIT TO
20A/1P CIRCUIT BREAKER IN PANEL "ERB".
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